Michigan State Housing Development Authority

Multi Family Annual Physical Inspection Réport

Inspection Stz Date: Inspection Znd Dats: Report Prepared By: UPCS Standards

Project Name: Project#; Agents Nama: Since(MofYr)

2002

[ - Tax Credt&__| .

Resident Manager's Name: Sinca(Mo/YT)

s 2004

Units Last Quarter Averages
Tetal No: 64 facanl: 2 Monthly Turncver: 0 Days Vacantlnit: 0 Unit Reacy Time: 0

Name ard Title of Attendee(s) at inspecten:

Summary of Physical Condition ltems:

. # of L1 items # of L2 items # of L3 items - Health/Safety
Site 0 0 0 ]
Buikdings 0 0 0 0
Untis 12 2 10 [1}
Total of ltems 12 2 10 0

Certificate/Inspectlons/PM Records

Cerificate Description Yes No NA

Boilers X

Elevator X

Fire Alarm X

Lead Based Faint Disclesure Form X

Lead Based Paint Inspection Report X

Sprinkler System X

Inspector:

Inspection Start Date:

Page:

1




Michigan State Housing Development Authority
Multi Family Annual Physical Inspection Summary Report

Inspeciion Star Dale: Inspeclion End Date: Repert Prepared By: UPCS 'Standards

Project Name: : Proiectt: Agenls Name: Since{Mo/YT)

2002

Tax Credit #:

e s - Sz Resident Nsnsgers Naiie: = Since(Vo/T)

- 2004

Name and Tille of Atizndee(s) at Inspection: Total # Bidgs: Total # Unils: No. of Unfis [nspected:

32 64 : 32 '
General Comments:

_Inspectable ltem Floor Deficiency

Site Inspected

Inspectable Item , Floor Deficiency

Bldg: 1 (Inspected)

Unit: 3532 (Inspected)

L1 Bathroom 1 Lavatory Sink - Damaged/Missing
Location: upper bathroom
Note: missing stopper

Unit: 3533 (Inspected)

13 Kiichen 1 Range Hood/Exhaust Fans - Excessive
Location: kitchen
Note: secuze hood fan

Unit; 3538 (inspected)

Unlit: 3549 {Inspected)

Unit: 3555 (Inspected)

Unit: 3562 {Inspected)
L3 Laundry Arez (Room} 1 Dryer Vent - Missing/Mamaged/Tnoperable
Location: bascrocat

L3  Smoke Detector 1 Missing/Inoperable
Location: basement

L1 Bathroom 1  Plumbing - Clogged Drains
Locatlion: lower bathroom
Note: toilet backs up wher it rains

Unit: 3563 (Inspected)

Unit: 3567 (Inspected)

13 Laundry Arca(Room) 1 Dryer Vent - Missing/Damaged/Inoperable
Lotatjon: basement

L1 Floors 1 Floor Covering Damage
Location: basement

Note: cable trip hazzrd
Unit: 3568 (Inspected)

Unlit: 3572 (Inspected}
L1 Bathroom 1 Lavatory Sink - Damaged/Missing
Location: uppsr bathroom .
Note: missing sfopper
Unit; 3575 (Inspected)
Inspeclion Star Date: Project #: Paga: 1
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Michigan State Housing Development Authority

Multi Family Annual Physical Inspection Summary Report

Inspection Start Cate: Inspection End Date: Report Prepared By: UPCS Standards

Inspectable ltem Floor Deficiency

—__ Bldg: 1 (Inspected)

Unit: 3772 (Inspected)

L3 Laundry Area {(Room) 1 Dryer Vent - Missing/Damaged/Inoperable
Location: basement

Unit: 4120 (Inspected)

Unlit: 4126 (Inspected)

Unit: 4132 (Inspected)

L1 Floors - 1 Floor Covering Damage
Location: basement
Note: cable trip hazzard

Unit: 4180 {Inspected)

Unit: 4242 (Inspected)

L3 Windows 1 Cracked/Broken/Missing Panes
Location: bedroam #3
Note: window cracked, missing scresn

Unit; 4248 (Inspected)

L1 <iwhea 1 Range/Stove - Missing/Damaged/Inoperable
Location: kitchen )
Note: missing knobs and oven racks

Inspector:

Inspection Start Date: Projec{ #: Page: 3



